0 R R e e o R VR RN N Bl R

T SCRIPTION :

“1HE UMC TANK MASTER IS A MICROPROCESSOR BASED, MULTIPLE TANK AND TURBINE MONITOR. UP TO 4
TANK AND 4 TURBINE INPUTS MAY BE PROGRAMMED TO PROVIDE LOCAL DISPLAY OF DATA, AS WELL AS AN ]
OPTIONAL RS-232 SERIAL PORT FOR REMOTE MONITORING, AND 16 CONTROL POINT RELAY BOARD.

CONNECTION PROCEDURE :
SEE ATTACHED DRAWING FOR WIRING CONNECTIONS

PROGRAMMING :
WHEN UNIT IS FIRST POWERED UP IT IS IN THE SCAN MODE, AND WILL SCROLL THROUGH J
THREE SCREENS :

®  OPENING SCREEN
®  TANKSCREEN (#1-#4)

®  TURBINE SCREEN (#1- #4) |
i e e e e e
PROGRAMMING OPTIONS :
HOLD: Depress to stop scan mode EXIT: Returns to previous screen of scan mode
ot Use to calibrate zero and span for tank FREEZE: Holds display on current rate {no effect on
Sensors volume totals)
ZERO: With sensor open to atmosphere COUNTS: Returns instantaneous rate to screen
set tank zero height
PARMS:  Use to set up parameters
CALIB: Depress to accept zero/span _ |
settings K-FACTOR: = number of pulses/BBI
provided for Individual meters |
SPAN: With pressure on sensor set tank
height (minimum 50% of total height: to VOL: can be set for full BBIs or 1/10 BBIs
meet specifications
UNITS: Standard units avallable are BBIs
TEXT: Use to alpha-numerically namae tanks or MCF{consult factory for other options)
TIME: Use to update year, month, day, andtime of  TEXT: Use to set up type & size of meters
day
METER ID: for customizing names of
ALARMS: Use 1o anach alarms to input channels, and individual meters(¥ characters available)
to set value fot "ON" and *OFF" alarm
setponts TYPE & SIZE: for customizing meter
brand and size for future reference, and
SCAN: Returns to scan mode for reference via serial port
FIELD: Moves prompt from one field to another RESET:  Resets volumes (YES/NO)

1SOR: Moves prompt within a field

w0 increments valye

DEC: decrements value ' TAN TURG.CHP
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